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SCALE: 1/4" = i\
12'-5 1/2" 12'-5 1/2"
1
24'-11"

NEW 8" CM.U. WALL /

3000 PSI CONC. @ 28 DAYS

1 #5 BAR CONT.

3000 PSI CONCRETE B 28
DAYS, W/3-#5 REBAR CONT.

1-'4*——

Jrogn

"ORCH FOOTING DETAW AN

SCALE: N.T.S.

#5_REBAR EVERY OTHER COURSE, EPOXYED INTO
EXISTING W/ SIMPSON ETe2 AND POURED INTO

MIN., EMBED DEPTH OF 10" EACH WAY.
NE W —=—f=—t—=F XIS TING
CONC. FILLED CELL.

#5 REBAR VERTICAL

NEW FOOTING AND CMU. WALL IN,
//

H |e——
7 MIN, 7
2-#5 CONTIUDS REBAR TO BE DRILLED AND EPOXYED INTO

ISTING FOOTING AND CMU. WALL
EXISTING FOOTING MIN. 12, FASTEN WITH SIMPSON ET22

ALL / G TIE IN DETA

SCALE: NTS

FOOT

POWER LINTEL - PSkox8 (7=5/8") 16” COMPOSITE

TOTAL SAFE LATERAL LOAD - POUNDS PER LINEAR FOOT (LBS/FT>
MARK NO. | NOMINAL | TOTAL FILLED W/ FILLED W/
CLEAR LINTEL 45 TOP #5 TaB
SPaN LENGTH DETAIL ‘I DETAIL “11°

L1 T 6229 6229
=2 4313 4313
=3 3504 3504
=4 2951 2951
5 2 2336 2336
6 2 2076 2076
=7 5 1809 1809
-8 3 1515 1515
] 7 1305 1302
L-10 999 1012
C-11 761 771
L-12 €39 648
[-13 513 515
L-14 4474 S0
L5 398 04
L-16 360 64
L-17 4 26 30
[-18 4 S0 53
L-19 4 52 57
L-20 i 35 36
-2l 20-8° 91 53
L-22 229" 59 €0
[-23 247-0" a3 75
L-24 267-0" 122 23
== 280" 105 106
[ -26 300 52 53

NOTE:  ALL LINTELS GREATER THAN 22/-8" IN LENGTH WILL REQUIRE

(@ #5 BARS TOP OR (2> #5 BARS TOP & BOTTOM

THIS STRUCTURE MEETS OR EXCEEDS ALL THE REQUIREMENTS OF
SECTION 1606 OF THE FLORIDA BUILDING CODE 20071 ADDITION.

IYPICAL POWER BOX LINTEL

SECTION




